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PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

E1.01

MRMC10.31.2014

ELECTRICAL
CONDUIT ROUTING PLAN

 1/8" = 1'-0"1
BASEMENT LEVEL - CONDUIT ROUTING PLAN

 1/8" = 1'-0"3
FIRST FLOOR - CONDUIT ROUTING PLAN

 1/8" = 1'-0"4
SECOND FLOOR - CONDUIT ROUTING PLAN

 1/8" = 1'-0"5
THIRD FLOOR - CONDUIT ROUTING PLAN 1/8" = 1'-0"2

GROUND FLOOR - CONDUIT ROUTING PLAN

 1/8" = 1'-0"6
THIRD FLOOR ROOF - CONDUIT ROUTING PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. SEE ELECTRICAL SINGLE LINE DIAGRAMS ON DRAWING E6.01 AND E6.02 FOR CONDUIT SIZES.

3. ALL NEW WORK TO BE COMPLETED IN PHASE 1, U.O.N.

4. ELECTRICAL CONTRACTOR SHALL JACK OUT ALL CONCRETE REQUIRED FROM GROUND FLOOR
COURTYARD AREA TO COMPLETE INSTALLATION. ELECTRICAL CONTRACTOR SHALL RETURN THE
COURTYARD TO ITS ORIGINAL CONDITION AFTER CONSTRUCTION IS COMPLETED, INCLUDING, BUT NOT
LIMITED TO, POURING NEW CONCRETE WHERE REQUIRED.

1 NEW WEATHERPROOF PULLBOX MOUNTED ABOVE ACCESSIBLE THIRD FLOOR CEILING
ELEVATION. PROVIDE SLEEVE SEALS FOR ALL PENETRATIONS TO ENSURE PROPER
SEPARATION BETWEEN INTERIOR AND EXTERIOR ENVIRONMENTS.

2 NEW WEATHERPROOF PULLBOX BELOW GRADE.

3 CONDUITS EXIT SIDE OF PULLBOX AND TURN UP SIDE OF BUILDING.

4 NEW PULLBOX. PROVIDE SLEEVE SEALS FOR ALL PENETRATIONS TO ENSURE PROPER
SEPARATION BETWEEN INTERIOR AND EXTERIOR ENVIRONMENTS.

5 PROVIDE NEW CORE THROUGH EXISTING SHEAR WALL FOR EACH CONDUIT. RACK CONDUITS AS
HIGH AS POSSIBLE.

6 CONDUITS EXIT SIDE OF INTERIOR PULLBOX, EXIT BUILDING THROUGH SLEEVE SEALS AND
TURN UP TO GRADE LEVEL PULLBOX AS SHOWN ON DETAIL 2/E1.01.

7 RELOCATE EXISTING LIGHT FIXTURES BELOW NEW CONDUITS.

8 RACK AND SUPPORT CONDUIT TO BUILDING EVERY 10' VERTICAL FEET.

9 PROVIDE HORIZONTAL UNISTRUT UNDER CONDUIT AND PULLBOXES AT GRADE. SECURE RIGID
STEEL CONDUIT TO UNISTRUT RACK.

10 ENSURE LOCATION OF PULLBOX AND CONDUITS DO NOT IN ANY WAY PROHIBIT ACCESS TO
GROUND FLOOR DOORS OR ACCESS DOOR IN THIS PART OF THE COURTYARD.

11 COORDINATE FEEDER TERMINATION LOCATION WITH PEM MANUFACTURER AND DIV. 23
CONTRACTOR. FEEDER SHALL TERMINATE AT LOCATION OF PEM MAIN DISCONNECT SWITCH.

GENERAL NOTES
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PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

1A

1B

1B

P1-ED1.01

MRMC10.31.2014

ELECTRICAL
PHASE 1 - LIGHTING DEMOLITION PLAN

 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR LIGHTING DEMOLITION PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR LIGHTING DEMOLITION PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE DEMOLISHED, U.O.N.

1 REFER TO NEW WORK PLANS FOR TEMPORARY REWIRING OF (E)LIGHT FIXTURES.
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PF&A DESIGN
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581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

1A

1B

1B

P1-ED1.02

MRMC10.31.2014

ELECTRICAL
PHASE 1 - POWER AND SYSTEMS
DEMOLITION PLAN

 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR POWER AND SYSTEM DEMOLITION PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR POWER AND SYSTEM DEMOLITION PLAN

1 E.C. TO REMOVE AND STORE EXISTING WIRELESS ACCESS POINT. WIRELESS ACCESS POINT TO
BE REINSTALLED IN SAME LOCATION.

2 PANEL RCP-3A AND FEEDER TO BE DEMOLISHED IN PHASE 4A. ALL REMAINING CIRCUITS
CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE NEW PANEL RCP-3A1
LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE DRAWING E6.02
FOR FURTHER INFORMATION.

3 EXISTING FAN TO BE RELOCATED. SPLICE AND EXTEND ALL ASSOCIATED ELECTRICAL POWER
AND CONTROLS WIRING AND DEVICES TO NEW FAN LOCATION.

GENERAL NOTES

SHEET KEYNOTES

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE DEMOLISHED, U.O.N.

1 E.C. TO REMOVE AND STORE EXISTING WIRELESS ACCESS POINT. WIRELESS ACCESS POINT TO
BE REINSTALLED IN SAME LOCATION.

2 PANEL RCP-3A AND FEEDER TO BE DEMOLISHED IN PHASE 4A. ALL REMAINING CIRCUITS
CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE NEW PANEL RCP-3A1
LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE DRAWING E6.02
FOR FURTHER INFORMATION.

3 EXISTING FAN TO BE RELOCATED. SPLICE AND EXTEND ALL ASSOCIATED ELECTRICAL POWER
AND CONTROLS WIRING AND DEVICES TO NEW FAN LOCATION.
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World Trade Center
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Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

1A

1B

1B

P1-EL1.01

MRMC10.31.2014

ELECTRICAL
PHASE 1 - LIGHTING NEW WORK PLAN

 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR LIGHTING NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR LIGHTING NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. REFER TO LIGHTING FIXTURE SCHEDULE ON DWG. E6.05 FOR FURTHER INFORMATION
ON ALL LIGHTING FIXTURES.

4. SEE DWG. E5.04-E5.05 FOR LIGHTING CONTROL RISER DIAGRAM AND SWITCHING SCHEME.

1 REWIRE LIGHT FIXTURE IN PHASE 1A TO EXISTING SWITCH IN THIS ROOM.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

GENERAL NOTES

SHEET KEYNOTES
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www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

1A

1B

1B

P1-EP1.01

MRMC10.31.2014

ELECTRICAL
PHASE 1 - POWER NEW WORK PLAN

 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR POWER NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR POWER NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. REFER TO DETAILS ON DRAWING E5.02 FOR FURTHER INFORMATION ON MOTORIZED AND CARD
ACCESS DOOR REQUIREMENTS.

1 PANEL RCP-3A AND FEEDER TO BE DEMOLISHED IN PHASE 4A. ALL REMAINING CIRCUITS
CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE NEW PANEL RCP-3A1
LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE DRAWING E6.02
FOR FURTHER INFORMATION.

2 HANG NEW XFMR FROM CEILING ABOVE (E)LIGHT FIXTURES.  PROVIDE ALL SUPPORTS AS
REQUIRED.

3 RELOCATED FAN. SPLICE AND EXTEND ALL ASSOCIATED ELECTRICAL POWER AND CONTROLS
WIRING AND DEVICES TO NEW FAN LOCATIONS.

GENERAL NOTES

SHEET KEYNOTES
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

1A

1B

1B

P1-EY1.01

MRMC10.31.2014

ELECTRICAL
PHASE 1 - AUXILIARY SYSTEMS NEW WORK
PLAN

 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR SYSTEMS NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR SYSTEMS NEW WORK PLAN

1 WIRELESS ACCESS POINT TO BE REINSTALLED IN SAME LOCATION.

2 ALL TELE/DATA WIRING IN THIS PHASE SHALL BE PULLED BACK TO (E)DATA RACK IN
MECHANICAL ROOM.

3 PROVIDE (1) STENTOFON OR EQUAL OPERATING ROOM INTERCOM STATION WITH ALUMINUM
FRONT PLATE AND DISPLAY SCREEN FOR INTERCOMMUNICATION BETWEEN OR'S. REFER TO
DRAWING 1/E5.07.

GENERAL NOTES

SHEET KEYNOTES

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. ALL TELE/DATA DEVICES SHALL BE PULLED BACK TO (E)DATA RACK IN MECHANICAL ROOM.
SEE DWG. P1-EY1.01 FOR LOCATION OF (E)DATA RACK.

4. REFER TO DETAILS ON DRAWING E5.02 FOR FURTHER INFORMATION ON MOTORIZED AND CARD
ACCESS DOOR REQUIREMENTS.

5. IN ADDITION TO ALL RELOCATED WIRELESS ACCESS POINTS (WAPs) SHOWN ON THIS PLAN,
ELECTRICAL CONTRACTOR SHALL PROVIDE ADDITIONAL WAPs, AS REQUIRED, TO PROVIDE A
100% DATA COVERAGE IN THE SCOPE OF WORK.  SEE GENERAL ELECTRICAL NOTES 55 AND 56
ON DRAWING E0.02 FOR FURTHER INFORMATION ON COVERAGE REQUIREMENTS.
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ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

1A

1B

1B

P1-FA1.01

MRMC10.31.2014

ELECTRICAL
PHASE 1 - FIRE ALARM NEW WORK PLAN

 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR FIRE ALARM NEW WORK PLAN
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MRMC10.31.2014

ELECTRICAL
PHASE 2 - LIGHTING DEMOLITION PLAN

 1/4" = 1'-0"1
PHASE 2 - 3RD FLOOR LIGHTING DEMOLITION PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE DEMOLISHED, U.O.N.
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1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.
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PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
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HUNTINGTON, WV
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AREA OF WORK
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NORTH
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P2-EL1.01

MRMC10.31.2014

ELECTRICAL
PHASE 2 - LIGHTING NEW WORK PLAN

 1/4" = 1'-0"1
PHASE 2 - 3RD FLOOR LIGHTING NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. REFER TO LIGHTING FIXTURE SCHEDULE ON DWG. E6.05 FOR FURTHER INFORMATION
ON ALL LIGHTING FIXTURES.

4. SEE DWG. E5.04-E5.05 FOR LIGHTING CONTROL RISER DIAGRAM AND SWITCHING SCHEME.

1 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.

2 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.

3 REWIRE EXISTING LIGHTING FIXTURE TO NEW CORRIDOR LIGHTING CIRCUIT AND SWITCHING.

4 PROVIDE TEMPORARY LIGHTING IN THIS AREA UNTIL PHASE 4. CIRCUIT TO NORMAL POWER.
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Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

2 2

2

P2-EP1.01

MRMC10.31.2014

ELECTRICAL
PHASE 2 - POWER NEW WORK PLAN

 1/4" = 1'-0"1
PHASE 2 - 3RD FLOOR POWER NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. REFER TO DETAILS ON DRAWING E5.02 FOR FURTHER INFORMATION ON MOTORIZED AND CARD
ACCESS DOOR REQUIREMENTS.

4. ALL OPERATING ROOM DEVICES TO BE COORDINATED WITH DETAILS AND ARCHITECTURAL
ELEVATIONS.

1 (E)PULLBOX PB1 INSTALLED IN PHASE 1.  SEE E1.01 FOR FURTHER INFORMATION.

2 PROVIDE AND INSTALL (N)PULLBOX PB2 ABOVE NEAREST ACCESSIBLE CEILING. SEE DRAWING
P3-EP1.01 FOR CONTINUATION.

3 PROVIDE SURFACE MOUNTED DUAL CHANNEL METALLIC RACEWAY, MOUNTED 42" AFF.
ALTERNATE DEVICE WIRING TO THE INDICATED CIRCUITS.

4 PROVIDE POWER CONNECTION MOUNTED 5' A.F.F. FOR FLAT SCREEN MONITOR.

5 SKYTRON STELLAR WALL CONTROL RECESSED MOUNTED UNIT. REFER TO DETAIL 3/E5.06 FOR
WIRING AND CONNECTIONS.

6 POWER GROUND MODULE. REFER TO DETAIL 4A/E5.06 FOR BACK BOX CONFIGURATION AND
MOUNTING HEIGHT.

7 ISOLATION PANEL WITH MONITOR. REFER TO DRAWING E5.08.

8 GROUND REFERENCE POINT. REFER TO DETAIL 2/E5.07.

9 MCT12B DIGITAL TIME CLOCK AND ELAPSED TIMER. DISPLAY REMOTELY CONTROLLED BY
MCTCT WITH 2-GANG BACKBOX AND BATTERY PACK. CONTRACTOR TO RELOCATE AND RE-USE
EXISTING DIGITAL CLOCKS.

10 DEDICATED DUPLEX RECEPTACLE FOR LASER EQUIPMENT MOUNTED 42" A.F.F.

11 FILM ILLUMINATOR COORDINATE FINAL LOCATION WITH ARCHITECTURAL PLANS.

12 POWER GROUND MODULE FOR SKYTRON TOUCHSCREEN CONTROL. REFER TO DETAIL 4B/E5.06
FOR BACK BOX CONFIGURATION AND MOUNTING HEIGHT.

13 EMERGENCY POWER OFF BUTTON FOR HYDRADJUST PLUS UROLOGICAL TABLE.

14 PROVIDE 3/4" LIQUID-TIGHT FLEXIBLE NON METAL CONDUIT TO HYDRADJUST PLUS UROLOGICAL
TABLE.

15 PROVIDE AND INSTALL (N) PULLBOX PB8 ABOVE NEAREST ACCESSIBLE CEILING. SEE DRAWING
E5.09 FOR FURTHER INFORMATION.

GENERAL NOTES

SHEET KEYNOTES

106



J J

SD

J J

11108 9

K

L

H

1S-AC-16

CONNECT TO EXISTING
BUILDING LIGHTING
PROTECTION SYSTEM

CONNECT TO EXISTING
BUILDING LIGHTING
PROTECTION SYSTEM

CONNECT TO EXISTING
BUILDING LIGHTING
PROTECTION SYSTEM

CONNECT TO EXISTING
BUILDING LIGHTING
PROTECTION SYSTEM

SD

SEE FIRE ALARM RISER FOR MORE
INFORMATION. COORDINATE LOCATION
WITH DIV. 23 CONTRACTOR.

1

1

1

1

2

CHWS HEAT
TRACE

CHWR HEAT
TRACE

RPC-3A1-22
RPC-3A1-20

SEE FIRE ALARM RISER FOR MORE
INFORMATION. COORDINATE LOCATION
WITH DIV. 23 CONTRACTOR.

CONNECT TO EXISTING
LOCAL 120V CIRCUIT

WITH CAPACITY

Y2

Y2

SEE DETAIL 6/E5.02
SEE DETAIL 6/E5.02

WP

11108 9

G

D

E

F

1S-EF-19

1S-EF-20

RPN-3B- 14

WP

RPN-3B- 14

WP

CHWS HEAT
TRACE

CHWR HEAT
TRACE

RPC-3A1-12
RPC-3A1-11

SEE DETAIL 6/E5.02

SEE DETAIL 6/E5.02

ENGINEER

REGISTERED

PROFESSIONALC
O
M

M
ON

WEA L T
H

O
F

P
E

N
N S Y L V A

N

I
A

 MILLER-REMICK CORPORATION

PROFESSIONAL ENGINEER

THOMAS L. CHAPMAN

NO.

PE044043R

A
Se

rv
ic

e
D

i s
a
b

le
d

Ve t e r an Owned
S
m

a
l

l
B

u
s

iness

SDVOSB

CVE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering

A Service Disabled Veteran Owned
Small Business

Drawing Title

Approved: Medical Center Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         of

CONSULTANTS: ARCHITECT / ENGINEERS:

178

Office of
Construction
and Facilities
Management

o
n
e

 e
ig

h
th

 i
n

c
h
 =

 o
n

e
 f

o
o
t

1
6

8
4

0

B

A

C

D

E

F

th
re

e
 i
n
c
h
e

s
 =

 o
n

e
 f

o
o
t

6
"

1
0

6
"

o
n
e

 a
n
d

 o
n
e

 h
a
lf
 i
n
c
h
e

s
 =

 o
n

e
 f

o
o
t

o
n
e

 i
n
c
h
 =

 o
n

e
 f

o
o
t

2
0

6
"

6
"

0
2

th
re

e
 q

u
a

rt
e
rs

 i
n

c
h

 =
 o

n
e

 f
o
o

t
o
n
e

 h
a
lf
 i
n

c
h
 =

 o
n

e
 f

o
o
t

4
0

th
re

e
 e

ig
h
th

s
 i
n

c
h

 =
 o

n
e
 f

o
o
t

4
0

0
4

8

o
n
e

 q
u
a

rt
e
r 

in
c
h
 =

 o
n

e
 f

o
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL

SERVICE & UPGRADE

OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

2 2

2

P2-EP1.02

MRMC10.31.2014

ELECTRICAL
PHASE 2 - 3RD FLOOR ROOF POWER NEW

WORK PLAN

 1/4" = 1'-0"1
PHASE 2- 3RD FLOOR ROOF POWER NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. REFER TO ELECTRICAL CONNECTION SCHEDULE ON E6.03 FOR FURTHER INFORMATION ON
MECHANICAL EQUIPMENT.

GENERAL NOTES

 1/4" = 1'-0"2
PHASE 2 - 3RD FLOOR ROOF POWER NEW WORK PLAN

1 MATCH EXISTING LIGHTNING PROTECTION GROUND WIRE SIZE. E.C. TO COORDINATE LOCATION
AND INSTALLATION METHOD OF LIGHTNING PROTECTION SYSTEM WITH THE MECHANICAL
EQUIPMENT MANUFACTURER TO MAINTAIN INTEGRITY OF EQUIPMENT STRUCTURE AND
WEATHERPROOFING CHARACTERISTICS.

2 E.C. SHALL COORDINATE LOCATION OF PEM ELECTRICAL CONNECTION POINT WITH DIVISION 23
EQUIPMENT MANUFACTURER PRIOR TO ROUGHING IN FEEDER CONDUIT. TERMINATE CONDUIT
AT DIVISION 23 EQUIPMENT MANUFACTURER ELECTRICAL CONNECTION POINT AND LAND
FEEDER CABLES AS REQUIRED.

SHEET KEYNOTES

107



I

C

C

I

C

C

C

S

S

S

SS

S

CB

CB

CB

I

CB

I

CB

I

C
C

C
C

C
C

12

11108 9

K

G

L

H

(RE) WIRELESS ACCESS POINT
(RE) WIRELESS ACCESS POINT

1

1

3"C
3"C3"C

OR 1

3B-135

OR SUPPLIES

3B-135A

CYSTO
SUPPLIES

3B-137A
OR SUPPLIES

3B-139A

OR 3

3B-139

CONTROL

3B-137B

CORRIDOR

3C-10A

22
2

+

+

+

3

4

ANESTHESIA FIXED
COLUMN. SEE
DETAIL 1/E5.06

SKYTRON 360D. SEE
DETAIL 2/E5.06

SKYTRON TRIPLE
RADIAL ARM. SEE
DETAIL 3/E5.06

ANESTHESIA FIXED
COLUMN. SEE
DETAIL 1/E5.06

SKYTRON 360D. SEE
DETAIL 2/E5.06

SKYTRON TRIPLE
RADIAL ARM. SEE
DETAIL 3/E5.06

+

+

4

+

3

+

+

+

4

3"C

2

6

6

6

6

6

6

7

7

7

7

7

7

8 8

8

8 8

8

8 8

8

+
9

+
9

+

9

ANESTHESIA FIXED
COLUMN. SEE
DETAIL 1/E5.06

SKYTRON
EQUIPMENT BOOM.
SEE DETAIL 3/E5.07

C3-10

SEMI-RESTRICTED
CORRIDOR

CYSTO OR 2

3B-137
D3B151a

M. LKRS.

D3B141

CLEAN CORE
SUPPORT AREA

D3B144b

SCRUB UP

D3B134

O.R. MINOR

D3B143

O.R. ORTHOPEDIC

D3B141d

STERIL. EQUIP.

D3B134a

STOR.

D3B134b

INST. PREP.

DC3-10

CORR.

D3B142

FROZEN SECTION

D3B150

HAC.

D3B143a

PLASTER/SPLINT

4

STAIR

11108 9

K

L

H

1S-AC-16

5

5

5

ENGINEER

REGISTERED

PROFESSIONALC
O
M

M
ON

WEA L T
H

O
F

P
E

N
N S Y L V A

N

I
A

 MILLER-REMICK CORPORATION

PROFESSIONAL ENGINEER

THOMAS L. CHAPMAN

NO.

PE044043R

A
Se

rv
ic

e
D

is
a
b

le
d

Ve t e r an Owned
S
m

a
l

l
B

u
s

iness

SDVOSB

CVE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering

A Service Disabled Veteran Owned
Small Business

Drawing Title

Approved: Medical Center Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         of

CONSULTANTS: ARCHITECT / ENGINEERS:

178

Office of
Construction
and Facilities
Management

o
n
e

 e
ig

h
th

 i
n

c
h
 =

 o
n

e
 f

o
o
t

1
6

8
4

0

B

A

C

D

E

F

th
re

e
 i
n
c
h
e

s
 =

 o
n

e
 f

o
o
t

6
"

1
0

6
"

o
n
e

 a
n
d

 o
n
e

 h
a
lf
 i
n
c
h
e

s
 =

 o
n

e
 f

o
o
t

o
n
e

 i
n
c
h
 =

 o
n

e
 f

o
o
t

2
0

6
"

6
"

0
2

th
re

e
 q

u
a

rt
e
rs

 i
n

c
h

 =
 o

n
e

 f
o
o

t
o
n
e

 h
a
lf
 i
n

c
h
 =

 o
n

e
 f

o
o
t

4
0

th
re

e
 e

ig
h
th

s
 i
n

c
h

 =
 o

n
e
 f

o
o
t

4
0

0
4

8

o
n
e

 q
u
a

rt
e
r 

in
c
h
 =

 o
n

e
 f

o
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

2 2

2

P2-EY1.01

MRMC10.31.2014

ELECTRICAL
PHASE 2 - AUXILIARY SYSTEMS NEW WORK
PLAN

 1/4" = 1'-0"1
PHASE 2 - 3RD FLOOR  SYSTEMS NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N.

3. ALL TELE/DATA DEVICES SHALL BE PULLED BACK TO (E)DATA RACK IN MECHANICAL ROOM.
SEE DWG. P1-EY1.01 FOR LOCATION OF (E)DATA RACK.

4. REFER TO DETAILS ON DRAWING E5.02 FOR FURTHER INFORMATION ON MOTORIZED AND CARD
ACCESS DOOR REQUIREMENTS.

5. IN ADDITION TO ALL RELOCATED WIRELESS ACCESS POINTS (WAPs) SHOWN ON THIS PLAN,
ELECTRICAL CONTRACTOR SHALL PROVIDE ADDITIONAL WAPs, AS REQUIRED, TO PROVIDE 
A 100% DATA COVERAGE IN THE SCOPE OF WORK.  SEE GENERAL ELECTRICAL NOTES 55 AND 56
ON DRAWING E0.02 FOR FURTHER INFORMATION ON COVERAGE REQUIREMENTS.

6. ALL OPERATING ROOM DEVICES TO BE COORDINATED WITH DETAILS AND ARCHITECTURAL
ELEVATIONS.

GENERAL NOTES

1 WIRELESS ACCESS POINT TO BE REINSTALLED IN SAME LOCATION.

2 PROVIDE 3" CONDUIT WITH BUSHED ENDS AND PULLSTRING ABOVE ACCESSIBLE CEILING. FIRE
SEAL OPENING AS REQUIRED.

3 PROVIDE POWER CONNECTION MOUNTED 5' A.F.F. FOR FLAT SCREEN MONITOR.

4 PROVIDE (1) STENTOFON OR EQUAL OPERATING ROOM INTERCOM STATION WITH ALUMINUM
FRONT PLATE AND DISPLAY SCREEN FOR INTERCOMMUNICATION BETWEEN OR'S. REFER TO
DRAWING 1/E5.07.

5 E.C. TO COORDINATE LOCATION AND WIRING REQUIREMENTS WITH MECHANICAL EQUIPMENT
MANUFACTURER.

6 TELE/DATA DEVICES TO BE MOUNTED 42" A.F.F.

7 MCT12B DIGITAL TIME CLOCK AND ELAPSED TIMER. DISPLAY REMOTELY CONTROLLED BY
MCTCT WITH 2-GANG BACKBOX AND BATTERY PACK.  PROVIDE DATA CONNECTION TO NEAREST
TELECOMM CLOSET/IT RACK.

8 DATA DROPS FOR SKYTRON INTEGRATION CABINET. REFER TO DRAWING E5.10 FOR MORE
FURTHER INFORMATION.

9 DATA DROP FOR SKYTRON TOUCHSCREEN CONTROL. REFER TO DRAWING E5.10 FOR MORE
FURTHER INFORMATION.

SHEET KEYNOTES

 1/4" = 1'-0"2
PHASE 2 - 3RD FLOOR ROOF SYSTEMS NEW WORK PLAN

108



S

SS

15

SS

15

F

SS

15

S

SS

15

S
S

S
S

P P P

SD

12

11108 9

K

G

L

(RE)

H

C

C C

C

C

C

OR 1

3B-135

OR SUPPLIES

3B-135A
CYSTO

SUPPLIES

3B-137A

OR SUPPLIES

3B-139A

OR 3

3B-139

CONTROL

3B-137B

CORRIDOR

3C-10A

(E)

CYSTO OR 2

3B-137

D3B151a

M. LKRS.

D3B141

CLEAN CORE
SUPPORT AREA

D3B144b

SCRUB UP

D3B134

O.R. MINOR
D3B143

O.R. ORTHOPEDIC

D3B141d

STERIL. EQUIP.

D3B134a

STOR.

D3B134b

INST. PREP.

DC3-10

CORR.

D3B142

FROZEN SECTION

D3B150

HAC.

4

STAIR

ENGINEER

REGISTERED

PROFESSIONALC
O
M

M
ON

WEA L T
H

O
F

P
E

N
N S Y L V A

N

I
A

 MILLER-REMICK CORPORATION

PROFESSIONAL ENGINEER

THOMAS L. CHAPMAN

NO.

PE044043R

A
Se

rv
ic

e
D

is
a
b

le
d

Ve t e r an Owned
S
m

a
l

l
B

u
s

iness

SDVOSB

CVE

Miller-Remick LLC

1010 KINGS HIGHWAY SOUTH
CHERRY HILL, NEW JERSEY 08034
PHONE: (856)429-4000
FAX: (856)429-5002

M.E.P.  &  Structural Engineering

A Service Disabled Veteran Owned
Small Business

Drawing Title

Approved: Medical Center Director

Project Title

Date

Location

Checked

Building Number

Project Number

Drawing Number

Drawn

Dwg.         of

CONSULTANTS: ARCHITECT / ENGINEERS:

178

Office of
Construction
and Facilities
Management

o
n
e

 e
ig

h
th

 i
n

c
h
 =

 o
n

e
 f

o
o
t

1
6

8
4

0

B

A

C

D

E

F

th
re

e
 i
n
c
h
e

s
 =

 o
n

e
 f

o
o
t

6
"

1
0

6
"

o
n
e

 a
n
d

 o
n
e

 h
a
lf
 i
n
c
h
e

s
 =

 o
n

e
 f

o
o
t

o
n
e

 i
n
c
h
 =

 o
n

e
 f

o
o
t

2
0

6
"

6
"

0
2

th
re

e
 q

u
a

rt
e
rs

 i
n

c
h

 =
 o

n
e

 f
o
o

t
o
n
e

 h
a
lf
 i
n

c
h
 =

 o
n

e
 f

o
o
t

4
0

th
re

e
 e

ig
h
th

s
 i
n

c
h

 =
 o

n
e
 f

o
o
t

4
0

0
4

8

o
n
e

 q
u
a

rt
e
r 

in
c
h
 =

 o
n

e
 f

o
o
t

VA FORM 08-6231

1 2 3 4 5 6 87 9

F

E

D

C

B

A

97 8654321

NO. DESCRIPTION DATE

www.pfa-architect.com

ARCHITECTURE, PLANNING, INTERIORS
World Trade Center
101 West Main Street, Suite 7000
Norfolk, VA 23510

Phone: 757-471-0537
Fax: 757-471-4205

PF&A DESIGN

100% CONSTRUCTION DOCUMENTS

FULLY SPRINKLERED

RENOVATE SURGICAL
SERVICE & UPGRADE
OPERATING ROOMS

HUNTINGTON, WV

581-13-101

1S

KEYPLAN
N.T.S.

AREA OF WORK

PLAN NORTH

ACTUAL
NORTH

2 2

2

P2-FA1.01

MRMC10.31.2014

ELECTRICAL
PHASE 2 - FIRE ALARM NEW WORK PLAN

 1/4" = 1'-0"1
PHASE 2 - 3RD FLOOR FIRE ALARM NEW WORK PLAN

1. SEE E0.01 AND E0.02 FOR SYMBOLS, ABBREVIATIONS AND GENERAL NOTES.

2. ALL DEVICES SHOWN IN AREA OF WORK TO BE NEW, U.O.N..

3. SEE FA5.01 FOR FIRE ALARM RISER DIAGRAM.

GENERAL NOTES
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